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3-3" CONDUITS

TIE INTO EXISTING 
CONDUIT COMING FROM  
EXISTING ELECTRIC 
MANHOLE

3-4" CONDUITS

PROPOSED 
ELECTRICAL 
SERVICE CABINET

1-2" CONDUIT

ASPHALT PAVEMENT 
REPAIR - 108 LF

PROPOSED 
ELECTRICAL 
SERVICE CABINET

1-2" CONDUIT

APPROX. 
R.O.W.

1-3" CONDUIT

PROPOSED SINGLE 
PHASE TRANSFORMER 

LOCATION

PROPOSED SINGLE 
PHASE TRANSFORMER 

LOCATION

ASPHALT PAVEMENT 
REPAIR-63 LF

EXTEND 1-2" CONDUIT 
TO EXISTING POWER 

POLE

EXTEND 1-2" CONDUIT TO 
EXISTING POWER POLE

ASPHALT PAVEMENT 
REPAIR -50 LF

1-4" PVC CONDUIT 
FOR RELOCATED 

TRAFFIC SIGNALS

PROPOSED 5'X5' 
ELECTRICAL 
SERVICE CABINET

PROPOSED 4'X4' 
ELECTRICAL 
SERVICE CABINET

2-2" CONDUITS

2-2" CONDUITS


